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Bay Area Compliance

Labs Corp.

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.

1. Product Information and Description#

Product Primary Use:
Voltage and Frequency:

LED Source Manufacturer:
LED Source Model:

Driver Model:

Luminaire length:

Auxiliary Ballast Model:
Auxiliary Housing Model:
White Tunable:
Field-Adjustable Light Output:

Note:

Direct Linear Ambient Luminaires
120-347VAC, 50/60Hz

Lumileds Holding B.V.
L128-xx80RA3500xxx
SDC21CCO050V42DN3

2ft

NA

NA

Yes

NA

The A2LA Accreditation Number 4323.01.

1. The applicant LED ONE CORPORATION declared that their products are the same to the product in report# RKSB200601009-10-1
and is authorized by original applicant to use their test data.
2. Allthe data in previous report (RKSB200601009-10-1) is shared in report

2. Product Rated Values”

Test Model CCT(K) Light Output (Im) Power(W) Luminous Efficacy (Im/W)
3500 2877.6 22 130.8
LOC-2FTSL-347-
22WMCCT(35/40/50)DF-MS 4000 3146 22 143
5000 2926 22 133
3. Test List
Test Item
Test Model CCT(K i i _Si
(K) Goniophotometer | Integrating Sphere THDI and PF Test In-Situ Temperature
Test Test Measurement Test
3500 Yes Yes Yes Yes
LOC-2FTSL-347-
22WMCCT(35/40/50)DF-MS e’ NA Yes Yes NA
5000 NA Yes Yes NA

Family Declaration:

Testing Products

Multiple Models

Differences Items

Detail

LOC-2FTSL-347-
22WMCCT(35/40/50)DF-MS

22WMCCT(35/40/50)DF-[Blank,

LOC-2FTSL-347-

EMJ/[Blank, MS]

Emergency battery&
Sensor

[Blank, EM]=Blank stands for without
Emergency battery, EM stands for with
Emergency battery;

[Blank, MS]=Blank stands for without
Sensor, MS stands for with Sensor

Report No. PKS210323001-10
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Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Bay Area Compliance Labs Corp.

4. Product Photo

Report No. PKS210323001-10 Page 3 of 24



Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Bay Area Compliance Labs Corp.

5. Test Result
Control Setting: 3500K

Integrating Sphere Test; Orientation: Downward; Test Voltage: 120V 60Hz;

DLC Requirements(With

Test Item Test Result DLC Requirements tolerances only) Conclusion

Light Output(Im) 2877.6 2750 2675 Pass
Power(W) 22.33 None. None. N/A
Total Efficacy(Im/W) 128.88 2115 2111.55 Pass
CCT(K) 3546 3220~3710 No tolerances Pass
Duv -0.00094 -0.0055~0.0065 No tolerances Pass

IES R¢ 85 70 69

IES Ry 96 89 88
IES Rcs,hl -11% -12%~23% -13%~24% Pass

Ra 84.3 280 279

Ro 12 >0 >1

Goniophotometer Test; Orientation: Downward; Test Voltage: 120V 60Hz;

DLC Requirements(With

Test Item Test Result DLC Requirements Conclusion
Light Output(Im) 2881.3 2750 2675 Pass
Power(W) 22.36 None. None. N/A
Total Efficacy(Im/W) 128.91 2115 2111.55 Pass
Zonal Lumen Distribution(0-60°) 65.53% 0-60°=40% 0-60°237% Pass

Goniophotometer THDi. PF Test; Orientation: Downward;

DLC Requirements(With

Test Voltage Test Item Test Result DLC Requirements tolerances and/or allowances) Conclusion
120 Power Factor 0.9979 20.9 20.87 Pass
120 THDiI 5.61% <20% <25% Pass
277 Power Factor 0.9658 20.9 20.87 Pass
277 THDi 9.23% <20% <25% Pass
347 Power Factor 0.9345 20.9 20.87 Pass
347 THDiI 13.07% <20% <25% Pass

Integrating Sphere THDi. PF Test; Orientation: Downward;

DLC Requirements(With

Test Voltage Test Iltem Test Result DLC Requirements tolerances and/or allowances) Conclusion
120 Power Factor 0.972 20.9 20.87 Pass
120 THDiI 5.67% <20% <25% Pass
277 Power Factor 0.9661 20.9 20.87 Pass
277 THDi 9.34% <20% <25% Pass
347 Power Factor 0.9358 20.9 20.87 Pass
347 THDi 13.16% <20% <25% Pass

Report No. PKS210323001-10 Page 4 of 24



Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Bay Area Compliance Labs Corp.

In-Situ Temperature Measurement Test: Test Voltage: 120V 60Hz;

DLC Requirements(With

Test Iltem Test Result DLC Requirements Conclusion

tolerances and/or allowances)

With tolerance of < 1.1°C or
TMPep(°C) 54.8 <115 0.4%, whichever is greater due Pass
to thermocouple tolerance

Drive Current/Individual LED

83 <150 With +5% tolerance Pass
source(mA)
L7o Lumen Maintenance Life
o ' ' 54000 250000 None. Pass
(Hours)
Color Maintenance 0.002 <0.004 <0.0044 Pass

Note:

1. The test results were measured directly from the test equipment.

2. The DLC requirements were listed according to DLC Technical Requirements V5.1.

3. The conclusion is for reference only. Test report that indicate product performance meets DLC Technical Requirements do not represent
official DLC product qualification. All decisions regarding product qualification are made by the DLC.

TMPep(Zoomed-in View) TMPep(Bird’'s-eye View)

Report No. PKS210323001-10 Page 5 of 24
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Bay Area Compliance

Test Data

Labs Corp.

[Integrating Sphere System]

Photometric and Electrical Measurement Result

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Voltage (V) | Frequency (Hz) | Current (A) Power (W) Power Factor LIEIT;?I(:#)S Efficacy (Im/W)
120.0 60 0.1914 22.33 0.972 2877.6 128.88
Radiant Flux (W) CCT (K) Duv X y v
8.800 3546 -0.00094 0.4018 0.3868 0.2350 0.5091
Color Rendering Index
Ra | | | |
84.3
83 92 96 83
83 89 85 63
S 0 RN SN
12 81 82 70
85 99 76 ' — — ' =
-40 -20 0 20 40 60 80
Report No. PKS210323001-10 Page 6 of 24
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Bay Area Compliance

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.

The A2LA Accreditation Number 4323.01.

Labs Corp.
ANSI/IES TM-30-18 Color Rendition Report
Source: User SPD Manufacturer: LED ONE CORPORATION
Date: 2020/6/4 Model: LOC-2FTSL-347-22WMCCT (35./40/50) DF -MS
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Notes: This is a recommenclled meth(.)d for displaying ¥ 0. 4018 CIE 13. 3-1995
ANSI/IES TM-30-18 information.
¥ 0. 3867 (CRI)
u 0. 2351 R, 84
v 0. 5091 R,y 12
Colors are for visual orientation purposes only. Created with the ANSI/IES TM-30-18 Calculator Version 2. 00.
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Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Relative Spectral Power Distribution

380 430 480 530 580 630 680 730 780

CIE 1931 x y Chromaticity Diagram

Report No. PKS210323001-10 Page 8 of 24
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The A2LA Accreditation Number 4323.01.

No.248 Chenghu Road, Kunshan,Jiangsu province, China.

ANSI C78.377-2017 Chromaticity Quadrangles

+ Center Point & Result

7-step 3500K

——k -
L

0.39

0.44

042

041

0.38
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[Goniophotometer System]

Electrical Measurement

Bay Area Compliance Laboratories Corp. (Kunshan)

No.248 Chenghu Road, Kunshan,Jiangsu province, China.

The A2LA Accreditation Number 4323.01.

Input Voltage (V) Frequency (Hz) Input Current (A) Power (W) Power Factor
120.0 60 0.187 22.36 0.998
Photometric Measurement
Luminous Flux (Im) Efficacy (Im/W) Imax (cd) S/MH (C0/180) S/MH (C90/270)
2881.3 128.91 859.1 1.18 1.27
Luminous Intensity Distribution
120.0
90.0° 90.0°
60.0
= (-180
= 90-270
C0/180 C45/225 C90/270 C135/315 AVG.
Beam Angle (50% Imax): 99.9 111.8 125.2 112.9 112.5
Field Angle (10% Imay): 155.1 192.6 232.6 197.0 194.3

Report No. PKS210323001-10 Page 10 of 24



Bay Area Compliance Labs Corp.

Luminous Intensity (cd) Distribution Data

X 0°
Y

0.0°
5.0°
10.0°
15.0°
20.0°
25.0°
30.0°
35.0°
40.0°
45.0°
50.0°
55.0°
60.0°
65.0°
70.0°
75.0°
80.0°
85.0°
90.0°
95.0°
100.0°
105.0°
110.0°
115.0°
120.0°
125.0°
130.0°
135.0°
140.0°
145.0°
150.0°
155.0°
160.0°
165.0°
170.0°
175.0°
180.0°

858.7
856.1
841.6
819.6
783.2
740.5
688.2
631.1
570.3
506.7
440.2
374.5
308.3
2441
179.9
120.2
64.8
21.2
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.0
0.8
13
1.9
2.0
2.1
2.4
0.0

22.5°

858.7
854.7
840.3
817.9
783.2
740.6
691.9
637.7
579.2
518.5
456.6
394.6
331.8
2721
214.4
158.3
108.7
68.7
445
34.2
27.9
23.8
21.1
18.6
16.3
135
11.4
10.4
9.6
9.1
8.3
7.2
6.5
55
3.4
2.3
0.0

45°

858.7
854.1
839.5
819.2
786.8
747.5
702.5
653.0
600.4
546.4
491.6
436.5
381.7
326.3
2725
221.1
174.6
136.3
107.6
89.4
77.1
67.4
59.5
52.1
45.8
39.9
35.2
31.3
26.9
23.1
20.0
16.3
13.2
9.0
5.8
2.9
0.0

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

67.5°

858.7
853.6
839.1
820.3
790.5
754.7
714.3
669.1
622.8
572.6
522.2
471.2
419.6
368.8
317.4
269.2
224.3
185.3
1541
131.3
113.3
99.2
87.4
76.8
68.3
60.0
52.2
45.2
39.0
33.3
26.8
215
15.7
10.9
5.9
2.6
0.0

90°

858.7
856.4
841.7
820.4
792.0
757.9
719.9
678.4
633.2
587.9
539.9
491.9
442.9
393.6
344.1
294.4
248.6
208.4
175.1
149.2
130.0
1135
99.6
87.4
77.1
67.9
59.5
51.3
43.5
37.1
29.7
23.4
16.9
105
5.9
2.2
0.0

112.5°

858.7
852.5
835.7
817.1
786.5
750.5
709.5
664.9
617.6
569.2
520.0
469.9
419.2
367.7
318.1
269.5
224.8
185.5
154.7
131.4
114.6
100.2
88.3
78.2
69.5
60.7
53.3
45.8
38.9
32.0
24.7
18.6
13.2
7.6
35
25
0.0

135°

858.7
851.9
834.7
812.8
780.0
739.7
695.0
645.5
594.0
539.6
485.0
430.4
375.9
321.6
269.2
219.6
1735
136.2
109.0
91.1
79.4
69.4
61.5
53.6
47.0
41.0
36.3
30.9
25.8
20.5
15.6
10.7
6.8
3.7
1.9
2.7
0.0

157.5°

858.7
851.5
833.3
808.6
772.0
728.2
678.6
623.8
565.0
505.8
444.3
384.3
324.7
266.7
209.2
156.6
109.3
70.6
a7.7
37.6
311
26.6
23.5
20.5
17.5
14.9
13.1
11.3
9.7
7.9
6.2
4.7
3.8
25
18
2.7
0.0

Report No.

PKS210323001-10
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Bay Area Compliance Labs Corp.

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Luminous Intensity (cd) Distribution Data (cont.)

K 180° 202.5° 225° 247.5° 270° 292.5° 315° 337.5°
0.0° 858.7 858.7 858.7 858.7 858.7 858.7 858.7 858.7
5.0° 851.1 852.8 855.1 857.4 858.7 859.1 858.0 856.2
10.0° 830.9 835.5 842.9 848.8 856.2 851.7 848.7 843.2
15.0° 804.3 812.2 825.6 833.0 838.7 835.5 828.6 823.9
20.0° 765.4 777.0 793.1 806.8 815.2 813.0 803.7 789.9
25.0° 719.0 733.4 754.7 774.0 785.1 780.7 768.5 749.0
30.0° 666.3 684.8 710.4 735.1 749.1 743.2 725.9 701.3
35.0° 608.0 629.1 661.7 691.2 707.6 700.0 678.8 647.9
40.0° 546.6 570.5 609.0 644.3 663.3 653.2 627.4 590.9
45.0° 481.5 510.1 554.5 593.7 616.9 604.0 572.4 529.4
50.0° 417.1 448.2 497.4 542.4 568.5 553.5 517.0 467.9
55.0° 352.6 386.5 441.8 489.8 518.9 500.6 460.1 406.1
60.0° 288.7 325.1 386.6 437.3 467.9 448.5 404.4 345.2
65.0° 2259 265.5 332.0 384.5 418.0 396.2 348.8 285.2
70.0° 163.8 209.1 278.7 332.4 366.3 344.3 294.1 226.2
75.0° 106.1 154.9 2259 2825 316.7 294.4 241.7 171.1
80.0° 54.4 106.0 178.7 236.6 269.1 247.0 193.3 121.4
85.0° 15.6 66.6 139.1 195.5 2259 205.2 152.8 79.8
90.0° 0.0 42.6 109.4 161.7 188.2 169.8 121.1 52.8
95.0° 0.0 31.9 89.0 135.5 158.1 1425 99.4 40.7

100.0° 0.0 26.7 75.8 115.2 134.9 122.0 85.3 34.4
105.0° 0.0 23.7 65.7 100.2 116.8 105.9 74.6 29.6
110.0° 0.0 20.7 58.0 87.7 102.5 92.8 65.1 25.9
115.0° 0.0 18.6 51.3 77.4 89.8 811 57.4 23.3
120.0° 0.0 16.8 45.5 68.4 79.4 72.0 50.8 21.0
125.0° 0.0 15.6 40.0 60.4 69.4 63.5 44.8 19.2
130.0° 0.0 13.9 354 53.2 61.0 55.4 39.7 17.9
135.0° 0.0 12.4 315 46.7 53.5 48.6 35.4 16.2
140.0° 0.0 10.7 27.5 40.4 46.4 41.9 30.8 14.3
145.0° 0.0 9.7 23.7 34.8 40.0 36.0 26.5 12.9
150.0° 0.0 8.3 20.2 29.1 335 30.4 22.7 11.0
155.0° 0.7 6.9 16.4 23.7 27.6 25.0 18.4 9.3
160.0° 1.0 5.3 12.6 18.9 21.4 19.4 14.6 7.6
165.0° 1.6 3.9 9.1 13.3 15.7 14.4 10.8 6.3
170.0° 1.5 3.5 5.5 8.7 9.9 9.2 7.5 5.0
175.0° 1.7 2.8 3.5 4.1 5.3 4.8 4.4 3.4
180.0° 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Report No. PKS210323001-10 Page 12 of 24



Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Bay Area Compliance Labs Corp.

Control Setting: 4000K

Integrating Sphere Test; Orientation: Downward; Test Voltage: 120V 60Hz;

DLC Requirements(With

Test Item Test Result DLC Requirements tolerances only) Conclusion

Light Output(Im) 3108.1 2750 2675 Pass
Power(W) 21.62 None. None. N/A
Total Efficacy(Im/W) 143.75 2115 2111.55 Pass
CCT(K) 4203 3710~4260 No tolerances Pass
Duv -0.000552 -0.005~0.007 No tolerances Pass

IES R¢ 85 70 69

IES Ry 94 89 88
IES Rcs,hl -11% -12%~23% -13%~24% Pass

Ra 85.3 280 279

Ro9 17 20 2-1

Integrating Sphere THDi. PF Test; Orientation: Downward;

DLC Requirements(With

Test Voltage Test Item Test Result DLC Requirements tolerances and/or allowances Conclusion
120 Power Factor 0.9948 20.9 20.87 Pass
120 THDi 6.13% <20% <25% Pass
277 Power Factor 0.9684 20.9 =0.87 Pass
277 THDi 9.48% <20% <25% Pass
347 Power Factor 0.9432 20.9 =0.87 Pass
347 THDi 13.25% <20% <25% Pass

Report No. PKS210323001-10 Page 13 of 24
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Test Data

Labs Corp.

[Integrating Sphere System]

Photometric and Electrical Measurement Result

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Voltage (V) | Frequency (Hz) | Current (A) Power (W) Power Factor LIEIT;?I(:#)S Efficacy (Im/W)
120.0 60 0.1812 21.62 0.9948 3108.1 143.75
Radiant Flux (W) CCT (K) Duv X y v
9.625 4203 -0.000552 0.3716 0.3699 0.2220 0.4972

Color Rendering Index

Ra
85.3

85 93 96 83

84 89 86 67

B 0 REN
17 83 82 64
87 99 79 ! — — ! —
-40 -20 0 20 40 60 80
Report No. PKS210323001-10 Page 14 of 24
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Bay Area Compliance Labs Corp.

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

ANSI/IES TM-30-18 Color Rendition Report

Source: User SPD Manufacturer: LED ONE CORPORATION
Date: 2020/6/4 Model: LOC-2FTSL-347-22WMCCT (35./40/50) DF -MS
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Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Relative Spectral Power Distribution

380 430 480 530 580 630 680 730 780

CIE 1931 x y Chromaticity Diagram

Report No.  PKS210323001-10 Page 16 of 24
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The A2LA Accreditation Number 4323.01.

No.248 Chenghu Road, Kunshan,Jiangsu province, China.

ANSI C78.377-2017 Chromaticity Quadrangles

Result

L 4

Center Point

7-step 4000K

1
-TrTTrTTrTTrTTrT T
—_—— k- - ——

——L L _L__L__L_

0.37

0.41
0.40
0.39
0.38 -
0.37
0.36
0.35

041
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Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Bay Area Compliance Labs Corp.

Control Setting: 5000K

Integrating Sphere Test; Orientation: Downward; Test Voltage: 120V 60Hz;

DLC Requirements(With

Test Item Test Result DLC Requirements tolerances only) Conclusion

Light Output(Im) 2904.1 2750 2675 Pass
Power(W) 21.93 None. None. N/A
Total Efficacy(Im/W) 132.43 2115 2111.55 Pass
CCT(K) 5223 4746~5312 No tolerances Pass
Duv 0.0017 -0.004~0.008 No tolerances Pass

IES R¢ 85 70 69

IES Ry 94 89 88
IES Rcs,hl -12% -12%~23% -13%~24% Pass

Ra 85.4 280 279

Ro9 16 20 2-1

Integrating Sphere THDi. PF Test; Orientation: Downward;

DLC Requirements(With

Test Voltage Test Item Test Result DLC Requirements tolerances and/or allowances Conclusion
120 Power Factor 0.9941 20.9 20.87 Pass
120 THDi 6.37% <20% <25% Pass
277 Power Factor 0.9611 20.9 =0.87 Pass
277 THDi 9.37% <20% <25% Pass
347 Power Factor 0.9412 20.9 =0.87 Pass
347 THDi 13.03% <20% <25% Pass

Report No. PKS210323001-10 Page 18 of 24



A

Bay Area Compliance

Test Data

Labs Corp.

[Integrating Sphere System]

Photometric and Electrical Measurement Result

Bay Area Compliance Laboratories Corp. (Kunshan)
No.248 Chenghu Road, Kunshan,Jiangsu province, China.
The A2LA Accreditation Number 4323.01.

Voltage (V) | Frequency (Hz) | Current (A) Power (W) Power Factor LIEIT;?I(:#)S Efficacy (Im/W)
119.9 60 0.1839 21.93 0.9941 2904.1 132.43
Radiant Flux (W) CCT (K) Duv X y v
9.217 5223 0.0017 0.3393 0.3503 0.2080 0.4832

Color Rendering Index
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ANSI/IES TM-30-18 Color Rendition Report
Source: User SPD Manufacturer: LED ONE CORPORATION
Date: 2020/6/4 Model: LOC-2FTSL-347-22WMCCT (35./40/50) DF -MS
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Relative Spectral Power Distribution
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CIE 1931 x y Chromaticity Diagram
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Bay Area Compliance Laboratories Corp. (Kunshan)
A No.248 Chenghu Road, Kunshan,Jiangsu province, China.

The A2LA Accreditation Number 4323.01.
Bay Area Compliance Labs Corp.

6. Description of Test Equipment

Device Manufacture Model No Serial No Calibration date Calibration due date
2.0m integrating sphere EVERFINE R98 G121960CS1361154D 2019-12-24 2020-12-23
spectroradiometer EVERFINE HAAS-2000 M12048CS1361148 2019-12-24 2020-12-23
Digital Ccsglf)\;lfc Power EVERFINE WY305 G115986CN1361134 2019-12-20 2020-12-19
Temperature/humidity/clock KEJIAN TA298 EE053 2019-12-02 2020-12-01
Standard Light Source INVENTFINE N/A JWWCRO020106 2019-11-19 2020-11-18
Digital Power Meter YOKOGAWA WT210 91KB35700 2020-04-02 2021-04-01
Inte”igessspsc power EVERFINE DPS1005 G119890CS1361121 2020-04-02 2021-04-01
AC Power Supply INVENTFINE CHP-5KVA 900511765 2020-04-02 2021-04-01
DC Power Supply INVENTFINE WL3010 JWDMP030001 2019-12-20 2020-12-19
Power Meter INVENTFINE WT500 GSDSQ200007 2020-04-02 2021-04-01
Goniophotometer INVENTFINE GPM-1900 YWGCF120001 2020-01-22 2021-01-21
Wireless Weather Station ZHONGXING KG218 N/A 2019-12-02 2020-12-01
Standard Light Source INVENTFINE N/A JWBYR040008 2020-03-19 2021-03-18
Digital Multimeter FLUKE 115C 37840512WS 2019-10-08 2020-10-07
Hybrid Recorder YOKOGAWA DR230 4TJH0903 2020-04-02 2021-04-01
Power Supply SC SC/BP-11003 1608110030553 2019-12-14 2020-12-13
Variable-Voltage Guangfa TDGC2-1KVA N/A N/A N/A

Transformer

Statement of Traceability: Bay Area Compliance Laboratories Corp. (Kunshan) attested that all calibration has been performed using suitable
standards traceable to National Primary Standards and International System of Units (SI).

7. Test Method

Product was tested with no seasoning. All stabilization and measurements were made in compliance with IES LM-79-08. The ambient
temperature of the sample was maintained at 25°C+1°C during measurement. And relative humidity is less than 65%.The product was
operated in its intended orientation in application during all testing.

Integrating Sphere System
The system includes AC power source, digital power meter, DC power supply, Spectroradiometer, and integrating sphere. The integrating
sphere system is calibrated by standard spectrum light source before measurement. 41 geometry was used during measurement.

Goniophotometer System
Type C goniophotometer was used for measuring luminous intensity distribution. The vertical angle (y) test intervals were set no more than 1
degree while data for 5 degree intervals is reported. The horizontal angle (C plane) test intervals were set no more than 22.5 degree.

ISTMT Test

The LED which has the highest temperature was measured at the location of LED case which is specified by LED source manufacturer and
detailed by LM-80 report. The drive current of LED package/module/ array was calculated as the total output current of the driver measured by
multimeter, divided by the number of branches in parallel of LEDs.
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Directions

1. The information marked “superscript #” is provided by the applicant, the laboratory is not responsible for its authenticity and this
information can affect the validity of the result in the test report.

2. Unless otherwise stated the results shown in this test report refer only to the sample(s) tested.

3. Otherwise required by the applicant or Product Regulations, Decision Rule in this report did not consider the uncertainty.

4. The extended uncertainty given in this report is obtained by combining the standard uncertainty times the coverage factor K with the 95%
confidence interval.

5. This report cannot be reproduced except in full, without prior written approval of the Company.

6. This report is valid only with a valid digital signature. The digital signature may be available only under the Adobe software above version

7.0.

***********E N D O F R E PO RT***********
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